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Significance:
Part 3 – Recorded occurrences

This unclassified (available to anyone) report was prepared to provide more details (until then, contained in
classified internal reports or summarized in the two IEEE papers reprinted in this Part 3) on the
measurements made at General Electric during the 1963-1967 period. 

Only brief remarks are made in this report on possible suppression methods.  Papers included in Part 6
(Tutorials), Part 7 (Mitigation techniques) and Part 8 (Coordination of cascaded SPDs) provide information
on protection techniques prior to and after the emergence and widespread use of metal-oxide varistors.
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